
KFLOP User Manual 2017 
 

1 | P a g e 
 

 

 

Table of Contents  

 

KMotion/KFLOP Executive Software Screens  

Bode Plot Screen  Page 4  GCode Screen  Page 14  

C Program Screen  Page 16  IIR Filter Screen  Page 20  

Configuration/  FLASH Screen  Page 25  Step Response Screen  Page 37  

Console Screen  Page 46  Axis Screen  Page 48  

 

KFLOP Board specific  

Summary  Page 49  Quick Start/U SB Driver Installation  Page 50  

HW/SW Specification  Page 51  Board Layout  Page 59  

Block Diagram  Page 61  Hardware/Connector Description   Page 62  

Analog IO Screen  Page 72  Digital IO Screen  Page 75  

Functional Diagram  

Page 80  Virtual COM Port Driver 

Installation  

Page  81   

 

General  

Servo Flow Diagram  Page 97  Driver Library Routines  Page 98  

Script Commands  Page 110  Driver Library Flow Diagram  Page 19 2 

Using Multiple Boards  Page 19 3 Preemptive Multi -tasking  Page 19 5 

RS232/UART  

Page 19 7 .NET I n terface  (after downloading this file, right-mouse-click, 

select ñPropertiesò and ñUnblockò. 

 

KMotionCNC  

KMotionCNC  Page  200   G Code Viewer Screen  Page 21 5 

G Code Viewer Setup Screen  Page  21 7 Tool Setup Screen  Page  21 9 

TP Corner Rounding  
Page  24 4 Control KMotionCNC from 

KFLOP  

Page  25 4 

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm
http://www.dynomotion.com/Help/GCodeScreen/GCodeScreen.htm
http://www.dynomotion.com/Help/ProgramScreen/ProgramScreen.htm
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
http://www.dynomotion.com/Help/ConfigurationScreen/ConfigurationScreen.htm
http://www.dynomotion.com/Help/StepScreen/StepScreen.htm
http://www.dynomotion.com/Help/ConsoleScreen/ConsoleScreen.htm
http://www.dynomotion.com/Help/AxisScreen/AxisScreen.htm
http://www.dynomotion.com/Help/SummaryKFLOP.htm
http://www.dynomotion.com/Help/KFLOPQuickStart/KFLOPQuickStart.htm
http://www.dynomotion.com/Help/KFLOPQuickStart/KFLOPQuickStart.htm
http://www.dynomotion.com/Help/SpecificationKFLOP.htm
http://www.dynomotion.com/Help/SchematicsKFLOP/LayoutKFLOP.htm
http://www.dynomotion.com/Help/BlockDiagramKFLOP.htm
http://www.dynomotion.com/Help/AnalogIOScreenKFLOP/AnalogIOScreen.htm
http://www.dynomotion.com/Help/DigitalIOScreenKFLOP/DigitalIOScreen.htm
http://www.dynomotion.com/Help/SchematicsKFLOP/KFLOPFunctionalDiagram.htm
http://dynomotion.com/Help/VirtualComPortwithKFLOP.pdf
http://dynomotion.com/Help/VirtualComPortwithKFLOP.pdf
http://www.dynomotion.com/Help/ServoFlowDiagram.htm
http://www.dynomotion.com/Help/KMotionDLLDriver/KMotionDLL.htm
http://www.dynomotion.com/Help/CmdsCategory.htm
http://www.dynomotion.com/Help/LibrariesFlowDiagram.PNG
http://www.dynomotion.com/Help/MultipleBoards.htm
http://www.dynomotion.com/Help/Multitasking.htm
http://www.dynomotion.com/Help/RS232/RS232.htm
http://dynomotion.com/KMotion_dotNet/Docs/Help/KMotion.Net.chm
http://www.dynomotion.com/Help/KMotionCNC/KMotionCNC.htm
http://dynomotion.com/Help/KMotionCNC/GCodeViewerScreen.htm
http://dynomotion.com/Help/KMotionCNC/GViewerSetup.htm
http://dynomotion.com/Help/KMotionCNC/ToolSetupScreenM3.htm
http://dynomotion.com/Help/KMotionCNC/TrajectoryPlanner.htm
http://dynomotion.com/Help/KMotionCNC/KMotionCNCCmdsFrKFLOP.htm
http://dynomotion.com/Help/KMotionCNC/KMotionCNCCmdsFrKFLOP.htm


KFLOP User Manual 2017 
 

2 | P a g e 
 

MCodes with Parameters  Page  25 7 Geo Correction Table  Page  25 8 

Embedded/Buffered IO 

Commands  

Page  260  

Spindle Control  

Page  26 7 

Fiducial Alignment  Page  27 7 Using multiple configurations  Page 2 79  

 

Mach 3  

Mach3 Plugin  Page 282 Mach3 Encoder Setup  Page 29 4 

Mach3 G31 Probe Setup  Page 29 9 Passing DROs  Page 30 3 

Mach3 Rigid Tapping  Page 30 6  
 

 

 

K Step  

Specification  Page 311  KStep Hardware/Connectors  Page 311 

Block Diagram of KSTEP  Page  32 4 Board Layout  Page 32 5 

KStep Use and Settings  Page 32 6  KStep Basics Tutorial  Page 33 8 

 

Kanalog  

Specification  Page 363 Kanalog Hardware/Connectors  Page 36 4 

Block  Diagram  Page 373 Board Layout  Page 37 4 

Kanalog Use and Settings  Page 37 6  
 

 

 

K onnect  

Specification  Page 380  Konnect Hardware/Connectors  Page 381  

Block Diagram  Page 38 9 Board Layout  Page 390  

Software PWM to Analog 

Example  

Page 391  

 

 

 

SnapAmp  

SnapAmp Use and Settings  Page 39 8 SnapAmp Hardware/Connectors  Page 40 2 

SnapAmp Plotting Example  Page 409   

http://dynomotion.com/Help/KMotionCNC/MCodesWithParams.htm
http://dynomotion.com/Help/KMotionCNC/GeoCorrection.htm
http://dynomotion.com/Help/KMotionCNC/SynchronousIOCommands.htm
http://dynomotion.com/Help/KMotionCNC/SynchronousIOCommands.htm
http://dynomotion.com/Help/KMotionCNC/SpindleControl.htm
http://dynomotion.com/Help/KMotionCNC/FiducialAlignment.htm
http://dynomotion.com/Help/KMotionCNC/MultipleConfigurations.htm
http://www.dynomotion.com/Help/Mach3Plugin/Mach3.htm
http://dynomotion.com/Help/Mach3Plugin/Mach3Encoders.htm
http://dynomotion.com/Help/Mach3Plugin/Mach3Probe.htm
http://dynomotion.com/Help/Mach3Plugin/Mach3DROs.htm
http://dynomotion.com/Help/Mach3Plugin/Mach3RigidTapping.htm
http://dynomotion.com/Help/SpecificationKStep.htm
http://dynomotion.com/Help/SchematicsKStep/ConnectorsKStep.htm
http://dynomotion.com/Help/BlockDiagramKStep.htm
http://dynomotion.com/Help/SchematicsKStep/LayoutKStep.htm
http://dynomotion.com/Help/SchematicsKStep/UsingKStep.htm
http://dynomotion.com/Help/KSTEP_Basics_Tutorial.html
http://www.dynomotion.com/Help/SpecificationKanalog.htm
http://www.dynomotion.com/Help/SchematicsKanalog/ConnectorsKanalog.htm
http://www.dynomotion.com/Help/BlockDiagramKanalog.htm
http://www.dynomotion.com/Help/SchematicsKanalog/LayoutKanalog.htm
http://www.dynomotion.com/Help/SchematicsKanalog/UsingKanalog.htm
http://dynomotion.com/Help/SchematicsKonnect/SpecificationKonnect.htm
http://dynomotion.com/Help/SchematicsKonnect/ConnectorsKonnect.htm
http://dynomotion.com/Help/BlockDiagramKonnect.htm
http://dynomotion.com/Help/SchematicsKonnect/LayoutKonnect.htm
http://dynomotion.com/Help/SchematicsKonnect/PWMtoAnalog.htm
http://dynomotion.com/Help/SchematicsKonnect/PWMtoAnalog.htm
http://www.dynomotion.com/Help/SchematicsSnap/UsingSnapAmp.htm
http://www.dynomotion.com/Help/SchematicsSnap/SnapAmpConnectors.htm
http://www.dynomotion.com/Help/SchematicsSnap/SnapAmpTutorial.htm


KFLOP User Manual 2017 
 

3 | P a g e 
 

 

 

KNozz  

Summary  Page 414  Specification  Page 415  

Hardware/Connectors  Page 417 Block Diagram   Page 424 

Board Layout  Page 425 
 

 

 

Examples  

Step/ Direction Output Mode  Page 426 Brush Motor/SnapAmp Example  Page 437 

Closed Loop Step/Dir Outpu t 

Mode  

Page 452 

Resolver as User Input Mode  

Page 459 

Data Gather Example  Page 468  
 

 

 

Videos  

Step and Direction  Page 470  Brush Motor with SnapAmp  Page 470  

Resolver with KMotion  Page 470  Nonlinear Kinematics   Page 470  

IR Remote Control  Page 470  How Parameters can be Set  Page 470  

KSTEP 4 -Axis Stepper Amp  Page 470  Our videos on YouTube  Page 470  

 

Forum/Support  

Dynomotion Yahoo Group  

Page 470  CNCzone Forum  

Page 470  

http://dynomotion.com/Help/SchematicsKNozz/SummaryKNozz.html
http://dynomotion.com/Help/SchematicsKNozz/SpecificationKNozz.html
http://dynomotion.com/Help/SchematicsKNozz/ConnectorsKNozz.html
http://dynomotion.com/Help/SchematicsKNozz/BlockDiagramKNozz.html
http://dynomotion.com/Help/SchematicsKNozz/LayoutKNozz.html
http://www.dynomotion.com/Help/StepAndDirection/StepAndDir.htm
http://www.dynomotion.com/Help/ExampleConfigurations/BrushServoSnapAmp.htm
http://www.dynomotion.com/Help/ClosedLoopStep/ClosedLoopStepper.htm
http://www.dynomotion.com/Help/ClosedLoopStep/ClosedLoopStepper.htm
http://www.dynomotion.com/Help/Resolver/Resolver.htm
http://www.dynomotion.com/Help/data_gathering.htm
http://dynomotion.com/Videos/StepAndDir.wmv
http://dynomotion.com/Videos/DCBrush.wmv
http://dynomotion.com/Videos/Resolver.wmv
http://dynomotion.com/Videos/Gizmo.wmv
http://dynomotion.com/Videos/RemoteControl.wmv
http://www.dynomotion.com/Help/FlashHelp/Parameters/index.html
http://dynomotion.com/Videos/KSTEP.wmv
https://www.youtube.com/Dynomotion
http://tech.groups.yahoo.com/group/DynoMotion
http://www.cnczone.com/forums/dynomotion-kflop-kanalog/


KFLOP User Manual 2017 
 

4 | P a g e 
 

 

 

 

 

 

 

Copyright © 2005 - 2017 [DynoMotion].   All rights reserved. 

Revised: 09/09/2017 V 3.04. 

 



KFLOP User Manual 2017 
 

5 | P a g e 
 

Bode Plot Screen 

 

The Bode Plot Screen allows the measurement of a servo loop and graphs the open loop 
response. A Bode Plot is by far the most common means used to measure and understand the 
behavior of a control loop. KMotion contains advanced built-in features to allow rapid Bode Plot 
measurement and display. The current PID and IIR Filter transfer functions may also be 
superimposed and graphed. 

A Bode Plot is a plot of magnitude and phase of a system with respect to frequency. Any linear 
system that is driven by a sinusoidal input for a long time, will output an sinusoidal signal of the 
same frequency. The output signal may be shifted in phase and of a different magnitude than the 
input. A Bode plot is a graph of both the change in phase and the relative change in magnitude 
(expressed in decibels, db), as a function of frequency. 

A Bode plot is a useful tool used to examine the stability of a servo feedback loop. If a system has 
an open loop gain of -1 (magnitude of 0 db and phase of -180 degrees), then if it is placed into a 
negative feedback loop, it will become unstable and oscillate. Because a system's gain and phase 
vary as function of frequency, if the system has a magnitude of 0db and phase of -180 degrees at 
any frequency it will be unstable and oscillate at that frequency. The way to avoid an unstable 
system is to avoid having simultaneous conditions of 0db and -180 degrees occur at any frequency. 
Where the magnitude of the system is 0db the amount that the phase is different from -180 degrees 
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is called the phase margin. The larger the phase margin the more stable the system. Similarly 
where the phase is -180 degrees the amount that the magnitude is different from 0db is called the 
gain margin. Again the larger the gain margin, the more stable the system. As a general rule of 
thumb, for a system to be reasonably stable it should have a phase margin of at least 30 degrees 
and a gain margin of at least 3 db. 

The Bode Plot Screen attempts to identify and measure the 0 db crossover frequency (the first point 
where the open loop magnitude becomes less than 1, often defined as the system bandwidth, 228 
Hz on the example above), the gain and phase margins, and one or two sharp peaks in the 
magnitude data after the crossover. Some mechanical systems have sharp resonant peaks that 
may cause the system to go unstable if these peaks approach the 0 db line and have phase near -
180 degrees. A notch filter placed at these frequencies may increase performance. The 
measurements are displayed under the graph as shown below. 

 

 

The most direct method for obtaining the open 
loop response is to break the servo loop open, 
inject a signal into the system and measure 
the output. However, this is usually impractical 
as most systems will run out of their linear 
range if driven in an open loop manner. 
KMotion operates the servo loop in its normal 
closed loop form, injects a command signal, 
measures the position response, and 
mathematically derives the open loop 
response. This does require that the servo 
loop function in some form as a stable closed 
loop servo before a measurement may be 
made. Performance is not a requirement so 
low gains might be used to obtain an initial 
stable system. 
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To perform a Bode Plot Measurement: select the channel to 
measure, select the desired Amplitude and Cutoff Frequency for the 
stimulus to be injected, select the # of samples to average, and 
depress the Measure Pushbutton. All current Configuration 
Parameters (from the Configuration Screen), Tuning Parameters 
(from the Step Response Screen), and Filter Parameters (from the 
IIR Filter Screen) will be downloaded, the selected Axis channel will 
be enabled, and the measurement will begin. 

While the measurement is in progress the number of samples 
acquired will be displayed and the Measure Pushbutton will change 
to a Stop Pushbutton. Pushing the Stop button will stop acquiring 
data after the current sample is complete.  

Depending on the type of plot requested (either Time Domain or 
Frequency Domain) either the last acquired time domain measurement will be displayed or the 
average all the frequency domain measurement so far acquired will be displayed. 

 

Unfortunately Bode Plots often have regions that are 
very noisy. But fortunately these are almost always in 
regions that are not important to us. At frequencies 
where the open loop gain is very high (usually at low 
frequencies), the servo loop performs very well, and 
the Position closely matches the Command signal. In 
this case, the calculation of the Error signal (see 
above) is calculated by taking the difference between 
two nearly equal values. A small error in Position 
measurement will then result in a relatively large error 
in the calculated error value. Similarly, when the 
system has a very low gain (usually at high 
frequencies), the position signal is very small and 
often highly influenced by noise, or if an encoder is 
used, by encoder resolution. The regions of interest in 
order to determine system stability, are where the 
open loop gain is near 0db and the measurements 

are normally very accurate. 

Additionally, instead of injecting sine waves at various frequencies individually, KMotion uses a 
technique where a random noise signal that is rich in many frequencies is injected. Using a method 
involving an FFT (Fast Fourier Transform) of the input and output, the entire frequency response 
may be obtained at once. 

Bode Plot analysis is fundamentally based on the assumption that the system being analyzed is 
linear. Linear in this context means that any signal injected into a system that provides a response, 
might be broken into parts, each piece injected separately, and all the resulting responses when 
summed would equal the original response. If a system being measured does not meet this criteria 

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#Amplitude
http://www.dynomotion.com/Help/ConfigurationScreen/ConfigurationScreen.htm
http://www.dynomotion.com/Help/StepScreen/StepScreen.htm
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
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then the result is basically useless and meaningless. Masses, Springs, Dampers, Inductors, 
Resistors, Capacitors, and all combinations thereof are examples of devices which produce very 
linear effects. Static friction, Saturation, and Encoder count quantization, are examples of non-linear 
effects. 

 

It is therefore very important to verify that while the system is being 
measured that it is operating in its linear range. This usually entails 
that the system isn't being driven too hard (or too fast), so that the 
drive to the system (Output) is not reaching saturation. Additionally, it 
is important to verify that the system is being driven sufficiently hard 
(or slowly enough) that a measurable Position change is being 

observed. The Noise Injection Amplitude and Cutoff Frequency should be adjusted to optimize 
these conditions. Noise Amplitude has the same units as Position Measurement. It should be noted 
that setting the Cutoff Frequency very low, may reduce the high frequency stimulation to the system 
to such a point that the higher frequency measurements are invalid or very noisy.  

The Bode Plot Screen allows the measurement data to be viewed in the time domain in order to 
check the signal amplitudes so that the optimal signal levels may be used in order to minimize the 
non-linear effects of saturation and quantization. Select the Plot Type drop down list shown below to 
switch between frequency domain and dime domain displays. 
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A typical time domain measurement is shown below. The blue graph shows the random stimulus to 
the system. The red graph shows the system's response, which in this example is the output of an 
encoder. Note that the position is quantized to integer counts and has a range of approximately 10 
counts. This is nearly the minimum number of counts to expect a reasonable Bode Plot 
measurement. A larger range of encoder counts could be obtained by driving the system harder by 
increasing the Noise Injection Amplitude, provided there is additional output drive available.  
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The graphs below include the output drive signal shown in green. Note that the output drive is on 
the verge of saturating at the maximum allowed output value (example is from a 3 phase brushless 
motor, maximum allowed PWM counts of 230). This shows that we are driving the system as hard 
as possible without saturating in order to obtain the most accurate measurement.  

Another means of improving the measurement accuracy (as well as servo performance in general) 
is obviously to increase the encoder resolution if economically or otherwise feasible.  
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Compensator Response 
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The Bode Plot Screen is also capable of graphing a Bode Plot of the combined PID and IIR Filters. 
This is often referred to as the Compensator for the system. The Cyan graph shows the magnitude 
of the compensator and the violet graph shows the phase of the compensator. Notice that in this 
example the maximum phase has been adjusted to match the 0 db crossover frequency of the 
system (~ 233 Hz) to maximize the system phase margin. 

 

 

Axis Control 

 

The Axis Control buttons are present to conveniently disable (Kill), Zero, or Enable 
an axis. If the axis becomes unstable (possible due to a gain setting too high), the 
Kill button may be used to disable the axis, the gain might then be reduced, and 
then the axis may be enabled. The Enable button downloads all parameters from all 
screens before enabling the axis in the same manner as the Measure button 
described above. 

 

Note for brushless output modes that commutate the motor based on the current position, Zeroing 
the position may adversely affect the commutation. 

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#Measurement
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Save/Load Data 

 

The Save/Load Data buttons allow the captured Bode Plot to be saved to a text file 
and re-loaded at a later time. The text file format also allows the data to be 
imported into some other program for display or analysis. The file format consists of 
one line of header followed by one line of 9 comma separated values, one line for 
each frequency. The values are: 

1. Frequency in Hz  
2. Input Stimulus - Real Part of complex number  
3. Input Stimulus - Complex Part of complex number (always zero)  
4. Measured Closed Loop Output - Real Part of complex number  
5. Measured Closed Loop Output - Complex Part of complex number  
6. Open loop Magnitude - in decibels  
7. Open loop Phase - in degrees  
8. Open loop Magnitude - in decibels - "smoothed"  
9. Open loop Phase - in degrees - "smoothed"  

Example of data file follows: 

Freq,InputRe,InputIm,OutputRe,OutputIm,Mag,Phase,SmoothMag,SmoothPhase 
0,2.329706e+007,0,2.344316e+007,0,44.10739,-180,0,0 
5.425347,1.968735e+007,0,1.98995e+007,-32055.19,39.34598,-171.5001,39.34598,-171.5001 
10.85069,1.816919e+007,0,1.848909e+007,-713239.6,27.48402,-116.3662,29.58283,-139.1553 
16.27604,2.024904e+007,0,2.124962e+007,-1383543,21.91849,-129.5997,25.14718,-134.5283 
21.70139,1.53403e+007,0,1.645491e+007,-1651059,18.38331,-129.7526,22.70204,-127.6139 
27.12674,1.225619e+007,0,1.301412e+007,-1336369,18.60411,-125.4229,20.60267,-123.6751 
32.55208,7014539,0,7393482,-958714.3,17.18516,-118.9553,18.9778,-119.2762 

. 

. 

. 
 
Update Pushbutton 

 
The Update button may be used to update the displayed compensator graph if any 
parameters (on other screens) have been modified and not downloaded or otherwise 
acted upon. If Measure, Download, Step, Move, Save, Close, or Enable is used on 

this or the any other screen then this command is unnecessary, however if none of these 
commands is performed, then this button may be used to update the graph.  
  

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#Compensator_Response
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G Code Quick 
Reference  G Code Screen 

G Codes  

G0 X3.5 Y5.0 Z1.0 
A2.0 (Rapid move) 
G1 X3.5 Y5.0 Z1.0 
A2.0(linear move) 
G2 X0.0 Y0.5 I0 J0.25 
(CW Arc move) 
G3 X0.0 Y0.5 I0 J0.25 
(CCW Arc move) 
G4 P0.25  
(Dwell seconds) 
G10L2Pn 
G10L2P1X0Y0Z0  
(Set Fixture Offset #n) 
G20 Inch units 
G21 mm units  
G28 Move to 
Reference Position #1 
G30 Move to 
Reference Position #2 
G40 Tool Comp Off 
G41 Tool Comp On  
Left of Contour) 
G42 Tool Comp On 
(Right of Contour) 
G43 Hn (Tool #n length 
comp On) 
G49 (Tool length comp 
off) 
G53 Absolute Coord 
G54 Fixture Offset 1 
G55 Fixture Offset 2 
G56 Fixture Offset 3 
G57 Fixture Offset 4 
G58 Fixture Offset 5 
G59 Fixture Offset 6 
G59.1 Fixture Offset 7 
G59.2 Fixture Offset 8 
G59.3 Fixture Offset 9 
G90 Absolute 
Coordinates 
G91 Relative 
Coordinates 
G92 Set Global Offset 

 
 
Show screen feature descriptions 

 
See Also G Code Viewer Screen and Tool Setup Screen 

The G Code Screen allows the user to edit G Code Programs and 
execute them.  
 
GCode is a historical language for defining Linear/Circular/Helical 
Interpolated Motions often used to program numerically controlled 
machines (CNC Machines).  
 
See the Quick Reference to the left for commonly used G Code 
commands.  

http://www.dynomotion.com/Help/GCodeScreen/GCodeScreenBreakout.htm
http://www.dynomotion.com/Help/KMotionCNC/GCodeViewerScreen.htm
http://www.dynomotion.com/Help/KMotionCNC/ToolSetupScreenM3.htm
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Coordinates G92 X0Y0 
Z0 

M Codes:  

M0 (Program Stop) 
M2 (Program End) 
M3 Spindle CW 
M4 Spindle CCW 
M5 Spindle Stop 
M6 Tool Change 
M7 Mist On 
M8 Flood On 
M9 Mist/Flood Off 
M98 Pxxx Call 
Subroutine 
M99 Return from 
Subroutine 

Other Codes:  

F (Set Feed rate in/min 
or mm/min) 
S (Spindle Speed) 
D (Tool) 
O Subroutine Label 

Comments:   

(Simple Comment)  
(MSG,OK toContinue?)  
(CMD,EnableAxis0)  
(BUF,SetBitBuf29)  

 

KMotion's G Code interpreter was derived from the Open Source 
EMC G Code Interpreter. Click here for the EMC User Manual (Only 
the G Code portions of the manual, Chapters 10-14 pertain to KMotion 
G Code)  

Specially coded comments embedded within a GCode program may 
be used to issue KMotion Console Script commands directly to 
KMotion.  

A comment in the form: (CMD,xxxxxx) will issue the command xxxxxx 
immediately to KMotion as soon as it is encountered by the 
Interpreter. Any KMotion command that does not generate a response 
may be used in this manner.  

A comment in the form: (BUF,xxxxxx) will place the command xxxxxx 
into KMotion's coordinated motion buffer. Coordinated motion 
sequences are downloaded to a motion buffer within KMotion before 
they are executed. This guarantees smooth uninterrupted motion. The 
BUF command form allows a command to be inserted within the buffer 
so they are executed at an exact time within the motion sequence. 
Only the following KMotion Script commands may be used in this 
manner.  

SetBitBuf, ClearBitBuf, SetStateBitBuf.  

Additionally, a comment in the form: (MSG,xxxxxx) will pause GCode 
Execution and display a pop-up message window displaying the 
message xxxxxxx.  

 

  

http://www.dynomotion.com/Help/GCodeScreen/EMC_Handbook/node45.html
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 C Program Screen 

Constants:  

FALSE 0  

TRUE 1  

 

PI 

3.14159265358979323846264  

PI_F 3.1415926535f  

TWO_PI (2.0 * PI)  

TWO_PI_F (2.0f * PI_F )  

PI_2F (PI_F * 0.5f)  

TRAJECTORY_OFF 0  

TRAJECTORY_INDEPENDENT 

1 

TRAJECTORY_LINEAR 2  

TRAJECTORY_CIRCULAR 3  

TRAJECTORY_SPECIAL 4  

Axis Input Modes  

ENCODER_MODE 1  

ADC_MODE 2  

RESOLVER 3  

USER_INPUT_MODE 4  

 

Axis Output Modes  

MICROSTEP_MODE 1  

DC_SERVO_MODE 2  

BRUSHLESS_3PH_MODE 3  

BRUS HLESS_4PH_MODE 4  

DAC_SERVO_MODE 4  

 

 

Data Gather/Plot Functions:  

void 

SetupGatherAllOnAxis(int c,  

int n_Samples);  

void TriggerGather();  

int CheckDoneGather();  

Analog I/O Functions:  

 
 
The C Program Screen allows the user to edit C language 
programs, compile, link, download, and run them within the 
KMotion board. C programs executing within the KMotion 
board have direct access to all the Motion, I/O, and other 
miscellaneous functions incorporated into KMotion System.  

One of the most powerful features of the KMotion system is the 
ability for a user to compile and download native DSP programs 
and have them run in real time. Native DSP code runs faster 
than interpreted code. The TMS320C67x DSP that powers the 
KMotion system has hardware support for both 32 bit and 64 bit 
floating point math. Multiple threads (programs) may execute 
simultaneously (up to 7). The integrated C compiler allows with 

a single pushbutton to save, compile, link, download, 
and execute all within a fraction of a second. After programs 
have been developed and tested they may be flashed into 
memory and run stand alone with no host connection. 

http://www.dynomotion.com/Help/ConfigurationScreen/ConfigurationScreen.htm#FLASH
http://www.dynomotion.com/Help/ConfigurationScreen/ConfigurationScreen.htm#FLASH
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ADC(ch);  

DAC(ch, value);  

 

Power Amp Functions:  

void WritePWMR(int ch, int  v);  

void WritePWM(int ch, int v);  

void Write3PH(int ch, float v,  

double angle_in_cycles);  

void Write4PH(int ch, float v,  

double angle_in_cycles);  

 

Timer Functions:  

double Time_sec();  

void WaitUntil(double 

time_sec);  

void Delay_sec(double sec);  

double 

WaitNextTimeSlice(void);  

 

Axis Move Functions:  

void DisableAxis(int ch);  

void EnableAxisDest(int ch, 

double Dest);  

void EnableAxis(int ch);  

void Zero(int ch);  

void Move(int ch, double x);  

void MoveRel(int ch, double 

dx);  

int CheckDone(int ch);  

void MoveXYZ( double x, 

double y, double z);  

int CheckDoneXYZ();  

void DefineCoordSystem(int 

axisx, int axisy,   

int axisz, int axis a);  

 

Digitial I/O Functions:  

void SetBitDirection(int bit, 

Other features of the C Program Screen include a rich text editor 
with syntax highlighting, keyword drop down lists, function tips, 
unlimited undo/redo, and Find/Replace with regular expressions.  

See list on left for available constants and functions. 

 

For a more details on the functions, see the KMotionDef.h header 
file. This file is normally included into a user program so that all 
accessible base functions and data structures are defined.  

See PC-DSP.h for common definitions between the PC host and 
KMotion DSP.  

http://www.dynomotion.com/Help/ProgramScreen/ShowDropDown.htm
http://www.dynomotion.com/Help/ProgramScreen/ShowTips.htm
http://www.dynomotion.com/Help/ProgramScreen/ShowContextMenu.htm
http://www.dynomotion.com/Help/ProgramScreen/ShowContextMenu.htm
http://www.dynomotion.com/DSP_KFLOP/KMotionDef.h
http://www.dynomotion.com/DSP_KFLOP/PC-DSP.h
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int dir);  

int GetBitDirection(int bit);  

void SetBit(int bit);  

void ClearBit(int bit);  

void SetStateBit(int bit, int 

state);  

int ReadBit(int bit);  

 

Print to Console Screen 

Functions:  

int printf(const char *format, 

...);   

Print to Windows File 

Functions:  

FILE *fopen(const char*, 

const char*);  

int fprintf(FILE *f, const char 

* format, . ..);  

int fclose(FILE *f);  

Thread Functions:  

void StartThread(int thread);  

void PauseThread(int thread);  

void ThreadDone();  

int ResumeThread(int 

thread);  

Math Functions:  

double sqrt(double x);  

double exp(double x);  

double log(double x);  

double log10(do uble x);  

double pow(double x, double 

y);  

double sin(double x);  

double cos(double x);  

double tan(double x);  

double asin(double x);  

double acos(double x);  

double atan(double x);  
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double atan2(double y, 

double x);  

 

float sqrtf (float x);  

float expf (float x);  

float logf (float x);  

float log10f(float x);  

float powf (float x, float y);  

float sinf (float x);  

float cosf (float x);  

float tanf (float x);  

float asinf (float x);  

float acosf (float x);  

float atanf (float x);  

float atan2f(float y, float x);  
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IIR Filter Screen 

 

The IIR Filter Screen allows setting various IIR (Infinite Impulse Response) Filters into the control 
loop. KMotion allows up to three - 2nd order bi-quadratic stages per axis to be connected in 
cascade. See the KMotion Servo Flow Diagram for the placement of the IIR Filters.  

KMotion implements the filters using Z-domain coefficients shown on the bottom half of the screen. 
Because of the common confusion of the names and signs of the coefficients, the transfer function 
form is shown for reference. 

 

Note that setting B0=1.0 and all other coefficients, B1, B2, A1, and A2, to zero causes a transfer 
function of unity, effectively bypassing the filter. A Clear pushbutton is available to conveniently set 
this mode.  

http://www.dynomotion.com/Help/ServoFlowDiagram.htm
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The top portion of each filter section allows various common filters to be specified in the s-domain. 
Supported filter types are: 1st order Low Pass, 2nd Order Low Pass, Notch, and two real poles and 
zeros and are selected using a drop-down list box. Z-domain is a place holder used as a reminder 
that the z-domain coefficients were determined directly by some other means. The form of each of 
the filters in the s-domain is shown below.  

 

 

 

 

 

http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm#Low_Pass_(1st_order)
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm#Low_Pass_(2nd_order)
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm#Notch
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm#Pole-Zero
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm#Pole-Zero
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
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If an s-domain filter type is selected and its corresponding parameters specified, then depressing 
the Compute pushbutton will convert the s-domain transfer function to the z-domain using Tustin's 
approximation (with frequency pre-warping) and automatically fills in the z-domain coefficients. Note 
that KMotion always utilizes the current (most recently computed or entered) z-domain coefficients, 
regardless of any changes that might be made to the s-domain section.  

Note that the Bode Plot Screen has the capability to graph the combined transfer function of all 
three IIR filters and the PID filter. This is referred to as the Servo Compensation. To view the 
transfer function of a single IIR filter, set the other filter and PID sections to unity (for PID set P=1, 
I=0, D=0 or for an IIR Filter B0=1, B1= B2=A1=A2=0). 

Below are examples of each of the s-domain filter types (shown individually): 

Low Pass (1st order) 

A Low Pass filter is commonly used in a servo system to reduce high frequency noise (or spikes) in 
the output. It also has the desirable effect of decreasing the gain at high frequencies. If a system's 
gain at high frequencies is increased sufficiently to reach 0 db it may become unstable. 
Unfortunately it has the effect of introducing phase lag (negative phase) which will reduce the phase 
margin. A 1st order Low Pass filter has 45 degrees phase and attenuation of -3db at the specified 
cutoff frequency. The cutoff frequency should normally be specified much higher than the servo 
bandwidth in order to have only a small phase lag at the system's bandwidth. 

 

Low Pass (2nd order) 

A 2nd order Low Pass filter is commonly used in a similar manner as a 1st order low pass filter, 
except that it has higher attenuation than a 1st order low pass filter. Unfortunately it also introduces 
more phase lag than a 1st order low pass filter. In most cases the cutoff frequency for a 2nd order 
low pass filter will have to be specified at a higher frequency than a 1st order filter, in order to have 
similar phase lag at the system bandwidth frequency. Even so, the 2nd order low pass filter is 
usually preferable in that it provides slightly more high frequency attenuation and "smoothing" of the 
output. 

A 2nd order Low Pass filter also allows a Q parameter which changes the sharpness of the filter. A 
smaller value of Q results in a sharper filter at the expense of some peaking (gain increases before 

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm
http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#phase_margin
http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#phase_margin
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm#Low_Pass_(1st_order)
http://www.dynomotion.com/Help/FilterScreen/LowPassBig.PNG
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decreasing). A Q value of 1.41 (called a Butterworth filter), shown immediately below, is the minimal 
value that may be specified without peaking.  

 

 

A Q value of 0.7 shows ñpeakingò. 

 

 

Notch 

A Notch filter is commonly used in servo system when a sharp mechanical resonance would 
otherwise cause a system to become unstable. A Notch filter is able to attenuate a very localized 
range of frequencies. It has a damping factor, ɖ, which effects sharpness or width of the notch. The 
disadvantage of using a notch filter is some phase lag which tends to decrease phase margin. The 
introduced phase lag will be less the narrower the notch is (less damping), as well as the distance 
the notch frequency is above the system bandwidth. 

Shown below are two notch filters both at 400 Hz, one with 0.2 damping and the other with 0.4 
damping. 

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#phase_margin
http://www.dynomotion.com/Help/FilterScreen/LowPass2ndBig.PNG
http://www.dynomotion.com/Help/FilterScreen/LowPass2ndQ7Big.PNG
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Pole-Zero 

A Pole-Zero filter is commonly used in a lead-lag configuration shown below to shift the phase 
positive at the 0 db crossover frequency of the system in order to increase phase margin. The filter 
shown has maximum positive phase of approximately 80 degrees at 200 Hz. This is accomplished 
by setting the N1,N2 (zeros or numerator frequencies) 2X lower than 200 Hz (100 Hz), and the 
D1,D2 (poles or denominator frequencies) 2X higher than this (400 Hz). A lead-lag filter (or 
compensator) may often be used in place of derivative gain (in the PID stage), and has a significant 
advantage of lower high frequency gain. If a system's gain at high frequencies is increased 
sufficiently to reach 0 db it may become unstable. 

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#phase_margin
http://www.dynomotion.com/Help/FilterScreen/Notchp2Big.PNG
http://www.dynomotion.com/Help/FilterScreen/Notchp4Big.PNG
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Copy C Code to Clipboard 

 

This pushbutton causes the current z-domain filter coefficients to be copied to the 
clipboard in a form that may be pasted directly into a KMotion C Program, see also 
the C Program Screen.  

ch0 - >iir[0].B0=232.850006;  

ch0 - >iir[0].B1= - 450.471008;  

ch0 - >iir[0].B2=217.869995;  

ch0 - >iir[0].A1=1.001990;  

ch0 - >iir[0].A2= - 0.250994;  

 

ch0 - >iir[1].B0=1.000000;  

ch0 - >iir[1].B1=0.000000;  

ch0 - >iir[1].B2=0.000000;  

ch0 - >iir[1].A1=0.000000;  

ch0 - >iir[1].A2=0.000000;  

 

ch0 - >iir[2].B0=0.175291;  

ch0 - >iir[2].B1=0.350583;  

ch0 - >iir[2].B2=0.175291;  

ch0 - >iir[2].A1=0.519908;  

ch0 - >iir[2].A2= - 0.221073;  

Download 

 

The Download push button downloads the filters for the selected axis (along with 
all axis configuration and tuning parameters) to the KMotion. 

http://www.dynomotion.com/Help/ProgramScreen/ProgramScreen.htm
http://www.dynomotion.com/Help/FilterScreen/LeadLagBig.PNG
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Configuration and FLASH Screen 

 

The Configuration and FLASH Screen displays and allows changes to KMotion's configuration 
and allows the configuration, new firmware, or user programs to be FLASH'ed to non volatile 

memory. 

Each axis channel is configured independently. To view or make changes to 
a configuration first select the desired axis channel using the channel drop 
down. Note that changing an axis on any screen switches the active channel 

on all other screens simultaneously. 

The parameters for each axis's configuration are grouped into three classes: Definitions, Tuning, 
and Filters. Each class of parameters are displayed on three corresponding screens:  
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¶ Configuration Screen  
¶ Step Response Screen  
¶ IIR Filter Screen  

The Configuration Screen contains definition parameters that should be set once and remain set 
unless a physical change to the hardware is made. For example, a Stepper motor might be replaced 
with a Brushless Motor and Encoder.  

The Step Response Screen contains parameters that are tuning related and are located where the 
tuning response is most often adjusted and checked. For example, PID (proportional, intparameters 
are located there.  

The IIR Filter Screen contains parameters related to servo filters. 

Utilities 

 

Configuration settings are normally defined and tested using the KMotion Screens.  After they have 
been determined to work properly they can be converted to C code and placed into a C 
program  that can then be used by applications to configure KFLOP without needing to use KMotion 
Screens.  Axis Channel Settings can also be loaded/saved to disk files.  See Flash Video  

The buttons along the bottom of the Configuration Screen allow a set of axis parameters to be: 

¶ Saved or Loaded from a disk file (*.mot)  
¶ Uploaded or Downloaded to a KMotion  
¶ Converted to equivalent C Code for use in a KMotion C Program (note you will not see 

anything happen but the data will be placed in the clipboard.  Paste it into a C Program to 
see it) 

Note that these buttons operate on all parameters (for one axis) from all screens as a unit.  

 

To completely synchronize all the Configuration Screens (Config/Flash, Step Response, and Filters) 
for all axes to a C Program use the Export All to Open C Program Button.  To Import all settings 
from a C Program select the Import All from Open C Program Button.  The C program must be 
open on the C Program Screen.  In both cases the C Program will be scanned  to find blocks of axis 
settings and will determine which axis exist in the C Program.  The results of the scan will be 
displayed before importing or exporting the settings.  The dialog box below shows an example 
where 3 channels were found.  Select OK to proceed with the import. 

http://dynomotion.com/Help/FlashHelp/Parameters/index.html
http://www.dynomotion.com/Help/ProgramScreen/ProgramScreen.htm
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Axis Modes 

 

Use the respective dropdown to set either the axis 
Input or Output Mode. The input mode defines the 
type of position measurement (if required) for the axis. 
Closed loop control always requires some type of 
position measurement. For open loop stepper motor 
control, position measurement is optional. The output 
mode determines how the output command should be 
achieved. Either by driving the on board PWMs and 
Full Bridge Drivers to control a specific type of motor, 

by driving a DAC signal that will drive an external power amplifier, or by 
driving Step and Direction digital outputs. For External Step and 
Direction Outputs see Step and Direction Output Mode and Closed Loop 
Step/Dir Output Mode. 

Input Channels 

 

The Input Channels section specifies which channels for the 
selected input device will be used. Some Input Modes require 
two devices to be specified and some Input Modes only 
require one device. If the selected Input Mode only requires 
one device then the second Input Channel (Input Chan 1) is 
not used and my be set to any number. This may be the 
channel of an Encoder input or an ADC input depending on the 

selected input mode. Resolvers requires two ADC input channels (for sine and cosine), for all other 
modes the second channel number is not used. 

http://www.dynomotion.com/Help/StepAndDirection/StepAndDir.htm
http://www.dynomotion.com/Help/ClosedLoopStep/ClosedLoopStepper.htm
http://www.dynomotion.com/Help/ClosedLoopStep/ClosedLoopStepper.htm
http://www.dynomotion.com/Help/ClosedLoopStep/ClosedLoopStepper.htm
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The gain and offset parameters are applied to the respective input device. The gain is applied 
before the offset, i.e. x' = ax+b, where a is the gain and b is the offset. 

Incremental encoders only utilize the gain parameter which may be used to scale or reverse (using 
a negative gain) the measurement.  

A Resolver is a device that generates analog sine and cosine signals as it's shaft angle changes. 
Either one or multiple sine and cosine waves may be produced per revolution of a resolver. An 
encoder that generates analog sine and cosine signals may also be connected to a KMotion as 
though it was a resolver. Resolver inputs may utilize both gains and offsets and be adjusted such 
that the sine and cosine ADC measurements are symmetrical about zero and have the same 
amplitude. Gain and offset errors may be introduced by either the ADC input circuitry and/or the 
Resolver itself. If one were to plot the sine vs. cosine signals as a resolver's position changes, the 
result should be circle. KMotion computes the arctangent of the point on the circle (also keeping 
track of the number of rotations) to obtain the current position. An offset or elliptical "circle" will 
result in a distorted position measurement throughout the cycle. Therefore note that adjusting the 
gains and offsets will result in changing the linearity of the position measurement, not the scale of 
the position measurement itself. The scale of a resolver input will always be 2ˊ radians per cycle. 

An ADC input uses a single absolute ADC channel input to obtain the position measurement. Gain0 
and Offset0 may be used to modify the ADC counts from -2048 .. +2047 to and desired range. 

Output Channels 

 

The Output Channels section specifies which channels for the 
selected output device will be used. Some Output Modes 
require two devices to be specified and some Output Modes 
only require one device. For Output modes that only require 
one output device the second device will be disabled. If the 
selected Output Mode only requires one device then the 
second Output Channel (Output Chan 1) is not used and my 

be set to any number. The specified output device may be the channel of a PWM connected to an 
on-board power amplifier, a Step/Direction Generator, or a DAC that is used to drive an external 
power amplifier.  

Stepper mode and 4 phase brushless mode require two channels of PWM to be specified.  

DC Servo motor (Brush motor type) only require one PWM channel.  

3 Phase brushless motors require a consecutive pair of PWM channels. In 3 Phase output mode, 
only the Output Channel 0 value is used and must be set to an even PWM number. 

For Step and Direction output mode and CL Step (Closed Loop Step/Dir), the output channel 0 is 
used to specify which Step/Direction Generator will be used and drive mode (active high/low or 
open collector) will be used. Each Step/Direction Generator has assigned I/O Pins. See Step and 
Direction Output Mode. 

http://www.dynomotion.com/Help/PWM_Description/PWM_Description.htm
http://www.dynomotion.com/Help/StepAndDirection/StepAndDir.htm
http://www.dynomotion.com/Help/StepAndDirection/StepAndDir.htm
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Some output devices support the application of a gain and offset. See also the related Console 
Commands OutputGain and OutputOffset. 

 

Microstepper Amplitude, Max Following Error, Inv Dist Per Cycle, Lead Compensation 

 

Microstepper Amplitude is only applicable to configurations with output 
mode of Microstepper. This parameter sets the amplitude (of the sine 
wave) in PWM counts (0 .. 255) that will be output to the sine and 
cosine PWM channels while moving slowly or at rest. Note that at 
higher speeds KMotion has the ability to increase the amplitude to 
compensate for motor inductance effects and may actually be higher. 
See Lead Compensation in this same section. 

Max Following Error is applicable to all closed loop servo output modes 
(DC Servo, 3 Phase Brushless, 4 Phase brushless, and DAC Servo). 

Whenever the commanded destination and the measured position differ by greater than this value, 
the axis will be disabled (if this axis is a member of the defined coordinate system, then any 
coordinated motion will also stop). To disable following errors set this parameter to a large value. 

Inv Dist Per Cycle applies to Stepper, 3 Phase, and 4 Phase motors. For a stepper motor, the 
distance per cycle defines the distance that the commanded destination should change by for a 
motor coil to be driven through a complete sinusoidal cycle. Parameter should be entered as the 
inverse (reciprocal) of the distance per cycle. Stepper motors are most often characterized by shaft 
angle change per "Full Step". A motor coil is driven through a complete cycle every four - "Full 
Steps". See the following examples: 

Example #1: A mechanism moves 0.001" for each full step of a step motor It is desired for 
commanded distance to be in inches. 
Result: One Cycle = 4 full steps = 0.004", Thus InvDistPerCycle = 1.0/0.004 = 250.0 (cycles/inch). 
Commanding a move of 1.00 will generate 250 sine waves, or the equivalent of 1000 full steps, or 
one inch of movement. 
 
Example #2: InvDistPerCycle is left at the default value of 1.0 
Result: Move units are in cycles. Commanding a move of 50 will generate 50 sine waves, or the 
equivalent of 200 full steps, or one revolution of a 200 Step or 1.8 degree motor. 
 
For 3 Phase or 4 Phase motors, Inv Dist Per Cycle represents the inverse of the distance for one 
complete commutation cycle. See the example below. 
 
Example #3: A 3 phase motor/encoder has a 4096 count per revolution encoder which is used for 
position feedback and for motor commutation. InputGain0 is set to 1.0 so position measurement 
remains as encoder counts. The motor design is such that the commutation goes through 3 
complete cycles each motor revolution.  
Result: One Cycle = 4096 counts/3.0 Thus InvDistPerCycle = 3.0/4096 = 0.000732421875.  

http://www.dynomotion.com/Help/Cmd.htm#OutputGain
http://www.dynomotion.com/Help/Cmd.htm#OutputOffset
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Note that it is important to use a high degree of precision to avoid commutation errors after moving 
to very large positions (or at constant velocity for a long period of time). KMotion maintains Inv Dist 
Per Cycle (as well as position) as a double precision (64 bit) floating point number for this reason 
(more than 70 years at 1 MHz would be required to have 1 count of error) 

Lead Compensation may be used to compensate for motor inductance. When a voltage is applied 
to a coil at a low frequencies, the current flow is dictated by the coil's resistance and is constant. As 

the frequency increases at some point, where , the inductance, L, begins to dominate 
and the current drops (see plot below). KMotion's Lead Compensator has the opposite effect, it 
has a constant gain of 1 and at some point increases with frequency. The Lead Compensation 
parameter sets (indirectly) the frequency where this occurs. If the frequency is set to match the 
frequency of the motor, the effects will cancel, and the motor current (and torque) will remain 
constant to a much higher frequency.  

This assumes that the nominal drive voltage is lower than the available supply voltage. For 
example, a 5V stepper motor might be driven with a 15V supply to allow head room for the applied 

voltage to be increased at high frequencies 
(speeds). 

The simple formula that implements the Lead 
Compensation is: 

v ' = v + ȹv L 

where v is the voltage before the 
compensation, v' is the voltage after the 
compensation, ȹv is the change in output 
voltage from the last servo sample, and L is 
the Lead Compensation value. 

The following formula will compute the "knee" 
frequency for a particular lead and servo 
sample rate (normally T=90 us).  

 

or the inverse of this formula will provide the 
lead value to position the knee at a particular 
frequency. 

 



KFLOP User Manual 2017 
 

32 | P a g e 
 

The Following table generated from the above formula may also be used. For most motors the Lead 

Compensation values will be within the range of 5 - 20.  

Freq, Hz Lead 

50 35.37 

60 29.47 

70 25.26 

80 22.11 

90 19.65 

100 17.69 

120 14.74 

140 12.63 

160 11.06 

180 9.83 

200 8.85 

220 8.04 

240 7.37 

260 6.81 

280 6.32 

300 5.90 

350 5.06 

400 4.43 

450 3.94 

500 3.55 

550 3.23 

600 2.96 

650 2.74 

700 2.54 

750 2.38 

800 2.23 

850 2.10 

900 1.99 

950 1.88 

1000 1.79 
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This plot above displays a simple 0.5 second motion with no Lead Compensation for a Microstepper 
Motor. Position axis shown on the primary (left axis) for the red plot has units of cycles. PWM output 
shown on the secondary (right axis) for the green plot has units of PWM counts. Move parameters 
are: Vel=200 cycles/sec, Accel=200 cycles/sec2, Jerk=10000 cycles/sec3. Note that regardless of 
velocity PWM amplitude is constant 

 

This plot displays the same 0.5 second motion with Lead Compensation = 27.0. All other 
parameters same as above. Note how PWM amplitude increases with velocity 
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If motor parameters are unknown, a trial and error approach may be used to find the best lead 
compensation value. The following procedure may be used: 

1. Set Lead Compensation to zero  
2. Increase motor speed until a drop in torque is first detected  
3. Increase Lead Compensation until normal torque is restored  

Setting the Lead Compensation too high should be avoided, as it may cause over current in the 
motor at medium speeds or voltage distortion due to saturation (clipping). 

Master/Slave Settings 

 

Configures the axis to be slaved to another axis. If slaved when the master 
axis moves, this axis will be commanded to move by an amount as scaled 
by the slave gain. If the Slave Gain is negative the slaved axis will move in 
the opposite direction as the Master. See also Console commands 
SlaveGain and MasterAxis. Setting the Master axis as -1 will disable 
slaving for this axis. 

 

Backlash Settings 

 

Configures the Backlash Compensation for the axis. To compensate for 
backlash in an axis, an offset in the commanded position may be applied 
when moving in the positive direction, and not applied when moving in the 
negative direction. The amount and rate at which the offset is applied is 
specified here. See also BacklashMode, BacklashAmount and 
BacklashRate Console commands.  

 

Limit Switch Options 

 

KMotion has the ability to monitor limit switch inputs 
for each axis and stop motion when a physical limit 
switch is detected. The limit switch options allow this 
feature to be enabled or disabled for each limit 
(positive or negative), what specific bit to be 
monitored for each limit, what polarity of the bit 

http://www.dynomotion.com/Help/Cmd.htm#SlaveGain
http://www.dynomotion.com/Help/Cmd.htm#MasterAxis
http://www.dynomotion.com/Help/Cmd.htm#BacklashMode
http://www.dynomotion.com/Help/Cmd.htm#BacklashAmount
http://www.dynomotion.com/Help/Cmd.htm#BacklashRate
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indicates contact with the limit, and what action to perform when a limit is detected.  

Select Watch Limit to enable limit switch monitoring.  

Select Stop when low to select negative true logic for the limit (motion will be stopped when a low 
level is detected).  

Specify a bit no. for which bit is to be monitored for the limit condition. See the Digital IO Screen for 
current I/O bit status and a recommended bit assignment for limit switches (bits 12 through 19). If in 
a particular application it isn't critical to determine which Limit Switch (either positive or negative, or 
even which axis) the number of digital I/O bits consumed by limit switches may be reduced by "wire 
ORing" (connecting in parallel) multiple switches together. In this case, the same bit number may be 
specified more than one place. 

The Action drop down specifies what action should be performed when a limit is encountered. 

Kill Motor Drive - will completely disable the axis whenever the limit condition is present. Note that it 
will not be possible to re-enable the axis (and move out of the limit) while the limit condition is still 
present and this mode remains to be selected. 

Disallow drive into limit - will disable the axis whenever the limit condition is present and a motion is 
made into the direction of the limit. This mode will allow the axis to be re-enabled while inside the 
limit and will allow a move away from the limit. 

Stop Movement - this action will keep the axis enabled, but will FeedHold the Coordinate 
System.  This will cause commanded positions to decelerate to a stop in a controlled 
manner.  Independent motions will decelerate to a stop in the same manner as a Jog to zero speed 
would cause.  Coordinated Motion will decelerate all axes to a stop along the motion path. 

The FeedHold mode will remain and prevent any further motion until cleared.  In KMotion the 
button will flash and can be pushed to clear the Feedhold.  In KMotionCNC Feedhold can be 

cleared by pushing .  If further motion is attempted into the Soft Limit another 
Feedhold will occur.  However, if no motion, or motion out of the Limit, Feedhold will remain clear 
and the motion will be allowed. 

Soft Limits 

Soft Limits will always prevent motion in the same manner as a Hardware Limit with the Stop 
Movement Action Selected.  This occurs regardless of the Action Type Selected for the Hardware 
Limit Switches.  To disable Soft Limits set them to a huge range which could never occur.  Soft 
Limits prevent motion within KFLOP when Jogging, moving and so forth.  They also are are 
uploaded by Applications such as KMotionCNC and used to prevent motion during Trajectory 
Planning. 

http://www.dynomotion.com/Help/DigitalIOScreenKFLOP/DigitalIOScreen.htm
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 Launch on Power Up 

 

The launch on power up configuration specifies which User Programs are to be 
automatically launched on power up for stand alone operation of KMotion. See 
the C Program Screen for information on how to Edit, Compile, and Download a 
C program into KMotion for execution into one (or more) of the 7 Thread 
program spaces within KMotion. 

 

 

 

To configure a program execute on power up, perform the following steps: 

1. Compile and Download a C Program to a particular Thread Space. 
2. Select Launch on Power Up for the same Thread. 
3. Flash the User Memory (see following section). 
4. Disconnect the Host USB cable 
5. Cycle Power on the KMotion 

 

FLASH 

 

The entire user memory space may be Flashed into nonvolatile memory by 
depressing the Flash - User Memory button. This saves all of the axis 
configurations, all user program thread spaces, and the user persistent data 
section. On all subsequent power up resets, KMotion will revert to that saved 
configuration. (note that it is preferred to have the host, or a user program, 
configure the board before each use rather than relying on the exact state of a 
KMotion set to a particular state at some point in the past). 

To upgrade the system firmware in a KMotion use the Flash - New Version button. The user will be 
prompted to select a DSPKMotion.out COFF file from within the KMotion Install Directory to 
download and Flash. Note that all user programs and data will be deleted from KMotion when 
loading a new version.  

After the firmware has been flashed it is necessary to re-boot the KMotion in order for the new 
firmware to become active. 

http://www.dynomotion.com/Help/ProgramScreen/ProgramScreen.htm
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It is important that the <Install Directory>\DSP_KMotion\DSPKMotion.out file match the firmware 
that is flashed into KMotion. User C programs are Linked using this file to make calls and to access 
data located within the KMotion firmware. Whenever a user program is compiled and linked using 
this file, the timestamp of this file is compared against the timestamp of the executing firmware (if a 
KMotion is currently connected). If the timestamps differ, the following message will be displayed, 
and it is not recommended to continue. The "Version" Console Script Command may also be used 
to check the firmware version. 

 

In all cases while flashing firmware or user programs the process should not be interrupted or a 
corrupted flash image may result which renders the board un-bootable. However if this occurs the 
Flash Recovery mode may be used to recover from the situation. To perform the recovery, press 
the Flash Recovery button and follow the dialog prompts to: 

1. Select the firmware file to boot  
2. Turn off KMotion  
3. Turn on KMotion  
4. After KMotion boots, Flash the New Version  
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Step Response Screen 

 

The Step Response Screen allows changes to system tuning parameters and allows measurement 
and graphs of the system's time response for either a Move Profile or a Step Function. The graph 
shown above is of an applied step function of 400 counts. The graphs shown below are of a profiled 
move (and back) of 400 counts. The first has the Output drive hidden and the second has the 
Output drive displayed. Click on the graphs for a larger view. Note that the Output drive signal 
contains large spikes. This is the result of quantization error in the measured position. Quantization 
error in the measured position makes it appear to the system as if there was no motion, and then 
suddenly as if there was a relatively quick motion of one count in a single servo sample cycle. This 
is a non-linear effect. In some cases these "spikes" may exceed the output range causing saturation 
a still further non-linear effect. A low pass filter may be used to "smooth" the output, see the IIR 
Filter Screen, but has limits. Attempting too much "smoothing" by setting a lower frequency will 
eventually have an effect on the performance of the system, reducing the phase margin. Normally, 
the cutoff frequency of the low pass filter should be significantly larger than the system bandwidth. 

http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#linear
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
http://www.dynomotion.com/Help/BodeScreen/BodeScreen.htm#phase_margin
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There are three basic time domain plot types that may be selected from the drop down list, which 
are shown below. 

 

They consist of either: 

1. Commanded Position, Measured Position, and Motor Output  
2. Position Error and Motor Output  
3. Commanded Velocity, Measured Velocity, and Motor Output  

http://www.dynomotion.com/Help/StepScreen/MoveGraphBig.PNG
http://www.dynomotion.com/Help/StepScreen/MoveGraphOutputBig.PNG
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For all three plot types the Motor Output is always displayed as a secondary Y axis on the right side 
of the graph. The other plotted values are on the primary left Y axis. The X axis is always time in 
seconds. After a particular plot type has been selected, each individual plot variable may be 
displayed or hidden by selecting the checkbox with the corresponding name (and color) of the 
variable. 

Any portion of the graph may be zoomed by left-click dragging across the graph. Simply select the 
area of interest. Right clicking on the graph will bring up a context menu that allows zooming out 
completely or to the previous zoom level. 

Below is an example of a graph of Position Error (for the same 400 count move shown above). 
Position Error is defined as Measured Position - Commanded Position. The same data as that is 
plotted in the Command/Position plots is used, however instead of plotting both values, the 
difference is plotted. Note that because the Measured Position is quantized to integer encoder 
counts, the quantization effect is also observed in the Position Error. 

 

The third type of plot displays the Velocity of the Commanded and/or Measured Position. Velocity 
units are Position Units per second. When a Move is commanded, a motion profile is computed 
which achieves the motion in the shortest time without exceeding the maximum allowed velocity, 
acceleration, or jerk. Because the Command is a theoretical profile computed using floating point 
arithmetic, it is very smooth. The blue graph immediately below shows such a plot. In a velocity 
graph, slope in the graph represents acceleration. In this case a relatively low value specified for 
maximum jerk causes the changes in slope to be gradual. The second plot below is the same data 
but with the Measured velocity displayed along with the Commanded velocity. Because of encoder 
resolution limitations, measured velocity calculated using a simple position difference per sample 
period tends to be highly quantized as shown. In this example even at our peak velocity at ~ 23,000 
position counts per second this results in a maximum of only 3 position counts per servo sample 
period. 
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The velocity graph below, shows the effect of setting the maximum allowed jerk to a very large 
value (100X higher than the graph above). Note how the slope of the velocity changes abruptly 
which represents a high rate of change of acceleration (jerk). 

http://www.dynomotion.com/Help/StepScreen/VelCmdOnlyGraphBig.PNG
http://www.dynomotion.com/Help/StepScreen/VelGraphBig.PNG
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Tuning Parameters ï PID 

 

The PID (proportional, integral, and derivative) gains set the 
amount of feedback of the error itself (proportional), the 
integration of the error (integral), and the derivative of the 
position (derivative) that is applied to the output. Also see the 

KMotion Servo Flow Diagram. 

The units of the proportional gain are in Output Units/Position Units. For example if the Position 
Units are in encoder counts, and the Output Units are in PWM counts, then a gain of 10.0 would 
apply an output drive of 10 PWM for an error of 1 encoder count. 

The units of the integral gain are in Output Units/Position Units per Servo Sample Time. KMotion's 
Servo Sample Time is fixed at 90µs. An integrator basically sums the position error every servo 
sample. For example, with an integral gain of 10, and an error of 1 encoder count for 5 servo 
samples, an output drive of 50 PWM counts would be applied Integrator gain is normally used to 
achieve high accuracy. This is because even a very small error will eventually integrate to a large 
enough value for there to be an corrective action. In fact, having any integrator gain at all 
guarantees a steady state error (average error) of zero. This effect also guarantees that there will 
always be some overshoot in response to a step function, otherwise the average error could not be 
equal to zero. 

The units of the derivative gain are in Output Units/Position Units x Servo Sample Time. The 
derivative term is simply the change in position from one servo sample to the next. For example, 
with a derivative gain of 10, and a position change of 1 encoder count from the previous servo 
sample, an output drive of -10 PWM counts would be applied. The negative sign shows that the 
output is applied in a manner to oppose motion. Derivative gain has the effect of applying damping, 

http://www.dynomotion.com/Help/ServoFlowDiagram.htm
http://www.dynomotion.com/Help/AnalogIOScreenKFLOP/AnalogIOScreen.htm#PWMs
http://www.dynomotion.com/Help/StepScreen/VelCmdOnlyHiJerkGraphBig.PNG
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which is a force proportional and opposite to the current velocity. Although derivative gain is often 
used successfully in a control system, consider using a lead/lag filter which performs in a similar 
manner, but doesn't have the undesirable feature of increasing gain at high frequencies. 

 

Tuning Parameters - max limits 

 

 

KMotion's max limits allow several points in the Servo Flow Diagram to 
be clamped, or limited to a specified range. The limits in the flow 

diagram are shown as a clamp symbol . This capability is often 
useful in controlling how the system responds to extreme situations. 

Maximum output limit is used to limit the maximum applied value, in counts, to the output drive. The 
output drive may be either one of the on-board PWM outputs or a DAC value that drives an external 
amplifier.  

Maximum integrator limit is used to restrict the maximum value of the integrator. This effect is often 
used to avoid an effect referred to as integrator "wind up". Without any integrator limit, consider the 
case where somehow a substantial error is maintained for a significant period of time. For example 
turning a motor shaft by hand for several seconds. During this time the integrator would ramp up to 
an extremely large value. When the motor shaft was released, it would accelerate at maximum and 
overshoot the target by a huge amount until the integrator could ramp back down to a reasonable 
value. This often results in a servo slamming into a limit. The maximum integrator limit prevents this 
from occurring. Often the main purpose for using an integrator is to overcome static friction in order 
to reduce the final error to zero. This usually requires only a small fraction of total output range. In 
almost all cases it is of no value to allow the integrator to exceed the maximum output value. 

Maximum error limits the maximum value allowed to pass through the servo compensator. The units 
are the same as position units. Typically, when a servo loop is operating normally, its following error 
is a small value. When some extreme even occurs, such as a sudden large step command, or 
possibly a large disturbance the error may become very large. In some cases there may be benefit 
to limiting the error to a reasonable value.  

 

 

 

 

http://www.dynomotion.com/Help/ServoFlowDiagram.htm
http://www.dynomotion.com/Help/AnalogIOScreenKFLOP/AnalogIOScreen.htm#PWMs
http://www.dynomotion.com/Help/AnalogIOScreenKFLOP/AnalogIOScreen.htm#DACs
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Tuning Parameters - Motion Profile 

 

The Motion Profile parameters set the maximum allowed velocity (in position 
units per second), the maximum allowed acceleration (in position units per 
second2), and the maximum allowed jerk (in position units per second3). These 
parameters will be utilized for any independent (non coordinated motion) move 
command for the axis. The acceleration and jerk also apply to jog commands 
(move at continuous velocity) for the axis. 

 

Tuning Parameters - Feed Forward 

 

KMotion's Feed Forward may often be used to dramatically reduce the following 
error in a system. See the Servo Flow Diagram to see precisely how it is 
implemented. The idea behind feed forward is to observe the velocity and 
acceleration of the command signal and anticipate a required output and to apply 
it without waiting for an error to develop.  

Most motion systems are constructed in manner where some sort of motor force is used to 
accelerate a mass. In these cases whenever an acceleration is required a force proportional to the 
acceleration will be required to achieve it. Acceleration feed forward may be used to reduce the 
amount that the feedback loop must correct. In fact, proper feed forward reduces the requirement 
on the feedback from the total force required to accelerate the mass, to only the variation in the 
force required to accelerate the mass.  

Similarly most servo systems require some amount of force that is proportional to velocity simply to 
maintain a constant velocity. This might be due to viscous friction, or possibly motor back emf 
(electro motive force). In any case velocity feed forward may be used to reduce the demands of the 
feedback loop resulting in smaller following error. 

The normal procedure to optimize feed forward is to select plot type - position error, and measure 
moves using the Move Command (Step functions should not be used as step functions are 
instantaneous changes in position that represent infinite velocity and acceleration).  

Note that in the Servo Flow Diagram the feed forward is injected before the final IIR Filter. This 
allows any feed forward waveforms to be conditioned by this filter. Feed forward pulses may be 
relatively sharp pulses to make rapid accelerations that may often tend to disturb a mechanical 
resonance in the system. Usually a system with a sharp resonance will benefit from a notch filter to 
improve the stability and performance of the servo loop. By placing the notch filter as the last filter in 
the servo loop, the feed forward waveform will also pass through this filter and the result is that the 
feed forward will cause less excitation of the mechanism than it would otherwise..  

 

http://www.dynomotion.com/Help/ServoFlowDiagram.htm
http://www.dynomotion.com/Help/ServoFlowDiagram.htm
http://www.dynomotion.com/Help/FilterScreen/FilterScreen.htm
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Tuning Parameters - Dead Band 

 

Dead band is used to apply a different gain to the region near zero than the 
rest of the region. Usually either zero gain or a gain much less than 1 is used 
within the dead band range. See the Servo Flow Diagram for the exact 
location of where the dead band is inserted. Dead band is a means of 
introducing "slop" into a system. This usually results in less accuracy and 
performance, but may reduce or eliminate limit cycle oscillations while resting 

at the target position.  

The values shown (range = 0, gain = 1) are used to defeat any 
dead band. The chart shows the resulting input/output for range 
= 2, gain = 0. The slope of the graph is always 1 outside of the 
specified +/- range, and the specified gain with the +/- range. 

 

 

 

 

 

Measurement 

 

To perform a measurement and display the response, select the time 
duration to gather data, and the move or step size to perform, and press 
either the Move or Step buttons. If the axis is currently enabled, it will be 
disabled, all parameters from all screens will be downloaded, the axis 
will be enabled, the move or step will be performed while the data is 
gathered, the data will then be uploaded and plotted. 

A Move will hold position for a short time, perform a motion of the specified amount from the current 
location, pause for a short time, and then a second motion back to the original location. 

A Step will hold position for a short time, perform a step of the specified amount from the current 
location, pause for a short time, and then a second step back to the original location. 

The maximum time that data may be collected is 3.5 seconds (3.5 seconds / 90µs = 38,888 data 
points). Note that collecting data at this rate allows zooming while still maintaining high resolution. 

 

http://www.dynomotion.com/Help/ServoFlowDiagram.htm
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Axis Control 

 

The Axis Control buttons are present to conveniently disable (Kill), Zero, or Enable 
an axis. If the axis becomes unstable (possible due to a gain setting too high), the 
Kill button may be used to disable the axis, the gain might then be reduced, and 
then the axis may be enabled. The Enable button downloads all parameters from all 
screens before enabling the axis in the same manner as the Measurement buttons 
described above. 

Note for brushless output modes that commutate the motor based on the current position, Zeroing 
the position may adversely affect the commutation. 

Save/Load Data 

 

The Save/Load Data buttons allow the captured Step Plot to be saved to a text file 
and re-loaded at a later time. The text file format also allows the data to be 
imported into some other program for display or analysis. The file format consists of 
one line of header followed by one line of 5 comma separated values, one line for 
each sample. The values are: 

1. Sample Number  
2. Time, Seconds  
3. Command  
4. Position  
5. Output  

Example of data file follows: 

Sample,Time,Command,Position,Output 
0,0,5,5,-0.3301919 
1,9e-005,5,5,-0.3300979 
2,0.00018,5,5,-0.3300258 
3,0.00027,5,5,-0.3299877 
4,0.00036,5,5,-0.3299999 
5,0.00045,5,5,-0.3300253 
6,0.00054,5,5,-0.3300359 
7,0.00063,5,5,-0.3300304 
8,0.00072,5,5,-0.3300199 
9,0.00081,5,5,-0.3300156 
10,0.0009,5,5,-0.3300157 
62 

. . . 
  

http://www.dynomotion.com/Help/StepScreen/StepScreen.htm#Measurement


KFLOP User Manual 2017 
 

47 | P a g e 
 

 

 Console Screen 

Commands 
(alphabetical):  
3PH<N>=<M> <A>  
4PH<N>=<M> <A>  
Accel <N>=<A>  
ADC<N>  
Arc <XC> <YC> <RX> <RY>  
<ɗ0> <dɗ> <Z0> <A0> <B0> <C0>  
<Z1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
ArcXZ <XC> <ZC> <RX> <RZ> 
<ɗ0> <dɗ> <Y0> <A0> <B0> <C0>  
<Y1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
ArcYZ <YC> <ZC> <RY> <RZ>  
<ɗ0> <dɗ> <X0> <A0> <B0> <C0>  
<X1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
ArcHex <XC> <YC> <RX> <RY> 
<ɗ0> <dɗ> <Z0> <A0> <B0> <C0>  
<Z1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
ArcHexXZ<XC> <ZC> <RX> <RZ>  
<ɗ0> <dɗ> <Y0> <A0> <B0> <C0>  
<Y1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
ArcHexYZ <YC> <ZC> <RY> <RZ> 
<ɗ0> <dɗ> <X0> <A0> <B0> <C0>  
<X1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
CheckDone<N> 
CheckDoneBuf 
CheckDoneGather 
CheckDoneXYZA 
ClearBit<N>  
ClearBitBuf<N>  
ClearFlashImage  
CommutationOffset<N>=<X> 
D<N>=<M> 
DAC<N> <M>  
DeadBandGain<N>=<M> 
DeadBandRange<N>=<M> 
DefineCS<X> <Y> <Z> <A> <B> 
<C>  
Dest<N>=<M>  
DisableAxis<N>  
Echo <S>  
EnableAxis<N> 
EnableAxisDest<N> <M>  
Enabled<N> 
EntryPoint<N> <H>  
ExecBuf 
ExecTime 
Execute<N>  
FFAccel<N>=<M>  
FFVel<N>=<M> 
Flash 
GatherMove<N> <M> <L> 
GatherStep<N> <M> <L> 
GetBitDirection<N> 
GetGather <N> 
GetGatherDec<N>  
GetGatherHex<N> <M>  
GetInject<N> <M>  
GetPersistDec<N> 
GetPersistHex<N>  
GetStatus 
I<N>=<M>  
IIR<N> <M>=<A1> <A2> <B0> <B1> 

 
 
The Console Screen displays messages from the DSP and the PC. The 
Console window retains the last 1000 lines of text. After more than 1000 
lines are displayed the earliest messages scroll off into a permanent text file 
(LogFile.txt) in the KMotion\Data subdirectory.  

To Send a command to the DSP enter the text string in the bottom command 
cell and press the Send button. 

Selecting the Check box changes from a single command line to 
multiple command lines, see below. This allows several commands to be 
entered and then easily sent with a single push button. 
 
Multiple commands may be entered on a single line by separating the 
commands with a semicolon.  For Example: 

SetBit46;SetBit47 

 

http://www.dynomotion.com/Help/Cmd.htm#3PH
http://www.dynomotion.com/Help/Cmd.htm#4PH
http://www.dynomotion.com/Help/Cmd.htm#Accel
http://www.dynomotion.com/Help/Cmd.htm#ADC
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcXZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcXZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcYZ
http://www.dynomotion.com/Help/Cmd.htm#ArcYZ
http://www.dynomotion.com/Help/Cmd.htm#ArcYZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcYZ
http://www.dynomotion.com/Help/Cmd.htm#ArcYZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcYZ
http://www.dynomotion.com/Help/Cmd.htm#ArcHex
http://www.dynomotion.com/Help/Cmd.htm#ArcHex
http://www.dynomotion.com/Help/Cmd.htm#ArcHex
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcHex
http://www.dynomotion.com/Help/Cmd.htm#ArcHex
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcHex
http://www.dynomotion.com/Help/Cmd.htm#ArcHexXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcHexXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcHexXZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcHexXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcHexXZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcHexXZ
http://www.dynomotion.com/Help/Cmd.htm#ArcHexYZ
http://www.dynomotion.com/Help/Cmd.htm#ArcHexYZ
http://www.dynomotion.com/Help/Cmd.htm#ArcHexYZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcHexYZ
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#ArcHexYZ
http://www.dynomotion.com/Help/Cmd.htm#CheckDone
http://www.dynomotion.com/Help/Cmd.htm#CheckDone
http://www.dynomotion.com/Help/Cmd.htm#CheckDoneGather
http://www.dynomotion.com/Help/Cmd.htm#CheckDoneXYZA
http://www.dynomotion.com/Help/Cmd.htm#ClearBit
http://www.dynomotion.com/Help/Cmd.htm#ClearBitBuf
http://www.dynomotion.com/Help/Cmd.htm#ClearFlashImage
http://www.dynomotion.com/Help/Cmd.htm#CommutationOffset
http://www.dynomotion.com/Help/Cmd.htm#D
http://www.dynomotion.com/Help/Cmd.htm#DAC
http://www.dynomotion.com/Help/Cmd.htm#DeadBandGain
http://www.dynomotion.com/Help/Cmd.htm#DeadBandRange
http://www.dynomotion.com/Help/Cmd.htm#DefineCS
http://www.dynomotion.com/Help/Cmd.htm#DefineCS
http://www.dynomotion.com/Help/Cmd.htm#Dest
http://www.dynomotion.com/Help/Cmd.htm#DisableAxis
http://www.dynomotion.com/Help/Cmd.htm#Echo
http://www.dynomotion.com/Help/Cmd.htm#EnableAxis
http://www.dynomotion.com/Help/Cmd.htm#EnableAxisDest
http://www.dynomotion.com/Help/Cmd.htm#Enabled
http://www.dynomotion.com/Help/Cmd.htm#EntryPoint
http://www.dynomotion.com/Help/Cmd.htm#ExecBuf
http://www.dynomotion.com/Help/Cmd.htm#ExecTime
http://www.dynomotion.com/Help/Cmd.htm#Execute
http://www.dynomotion.com/Help/Cmd.htm#FFAccel
http://www.dynomotion.com/Help/Cmd.htm#FFVel
http://www.dynomotion.com/Help/Cmd.htm#Flash
http://www.dynomotion.com/Help/Cmd.htm#GatherMove
http://www.dynomotion.com/Help/Cmd.htm#GatherStep
http://www.dynomotion.com/Help/Cmd.htm#GetBitDirection
http://www.dynomotion.com/Help/Cmd.htm#GetGather
http://www.dynomotion.com/Help/Cmd.htm#GetGatherDec
http://www.dynomotion.com/Help/Cmd.htm#GetGatherHex
http://www.dynomotion.com/Help/Cmd.htm#GetInject
http://www.dynomotion.com/Help/Cmd.htm#GetPersistDec
http://www.dynomotion.com/Help/Cmd.htm#GetPersistHex
http://www.dynomotion.com/Help/Cmd.htm#GetStatus
http://www.dynomotion.com/Help/Cmd.htm#I
http://www.dynomotion.com/Help/Cmd.htm#IIR
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<B2>  
Inject<N> <F> <A> 
InputChan<M> <N>=<C> 
InputGain<M> <N>=<G> 
InputMode<N>=<M> 
InputOffset<M> <N>=<O> 
InvDistPerCycle<N>=<X>  
Jerk<N>=<J>  
Jog<N>=<V>  
Kill<N> 
Lead<N>=<M>  
LimitSwitch<N>=<H>  
Linear <X0> <Y0> <Z0> <A0> <B0> 
<C0>  
<X1> <Y1> <Z1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
LinearHex <X0> <Y0> <Z0> <A0> 
<B0> <C0> 
<X1> <Y1> <Z1> <A1> <B1> <C1>  
<a> <b> <c> <d> <tF> 
LoadData <H> <N>  
LoadFlash<H> <N>  
MaxErr<N>=<M>  
MaxFollowingError<N>=<M> 
MaxI<N> <M>  
MaxOutput<N>=<M> 
Move<N>=<M>  
MoveAtVel<N>=<M> <V> 
MoveRel<N>=<M>  
MoveRelAtVel<N>=<M> <V> 
MoveXYZA <X> <Y> <Z> <A>  
OpenBuf  
OutputChan<M> <N>=<C> 
OutputMode<N>=<M>  
P<N>=<M>  
Pos<N>=<P> 
ProgFlashImage 
PWM<N>=<M>  
PWMR<N>=<M>  
ReadBit<N> 
Reboot! 
SetBit<N>  
SetBitBuf<N>  
SetBitDirection<N>=<M>  
SetGatherDec <N> <M>  
SetGatherHex<N> <M>  
SetPersistDec <O> <D>  
SetPersistHex <O> <H>  
SetStartupThread<N> <M>  
SetStateBit<N>=<M>  
SetStateBitBuf<N>=<M>  
StepperAmplitude<N>=<M> 
Vel<N>=<V>  
Version  
Zero<N>  

 

See the alphabetical list for available commands. 

 

Or see commands grouped by category here. 

  

http://www.dynomotion.com/Help/Cmd.htm#Inject
http://www.dynomotion.com/Help/Cmd.htm#InputChan0
http://www.dynomotion.com/Help/Cmd.htm#InputGain0
http://www.dynomotion.com/Help/Cmd.htm#InputMode
http://www.dynomotion.com/Help/Cmd.htm#InputOffset0
http://www.dynomotion.com/Help/Cmd.htm#InvDistPerCycle
http://www.dynomotion.com/Help/Cmd.htm#Jerk
http://www.dynomotion.com/Help/Cmd.htm#Jog
http://www.dynomotion.com/Help/Cmd.htm#Kill
http://www.dynomotion.com/Help/Cmd.htm#Lead
http://www.dynomotion.com/Help/Cmd.htm#LimitSwitch
http://www.dynomotion.com/Help/Cmd.htm#Linear
http://www.dynomotion.com/Help/Cmd.htm#Linear
http://www.dynomotion.com/Help/Cmd.htm#Arc
http://www.dynomotion.com/Help/Cmd.htm#Linear
http://www.dynomotion.com/Help/Cmd.htm#Linear
http://www.dynomotion.com/Help/Cmd.htm#Linear
http://www.dynomotion.com/Help/Cmd.htm#LinearHex
http://www.dynomotion.com/Help/Cmd.htm#LinearHex
http://www.dynomotion.com/Help/Cmd.htm#LinearHex
http://www.dynomotion.com/Help/Cmd.htm#LinearHex
http://www.dynomotion.com/Help/Cmd.htm#LinearHex
http://www.dynomotion.com/Help/Cmd.htm#LoadData
http://www.dynomotion.com/Help/Cmd.htm#LoadFlash
http://www.dynomotion.com/Help/Cmd.htm#MaxErr
http://www.dynomotion.com/Help/Cmd.htm#MaxFollowingError
http://www.dynomotion.com/Help/Cmd.htm#MaxI
http://www.dynomotion.com/Help/Cmd.htm#MaxOutput
http://www.dynomotion.com/Help/Cmd.htm#Move
http://www.dynomotion.com/Help/Cmd.htm#MoveAtVel
http://www.dynomotion.com/Help/Cmd.htm#MoveRel
http://www.dynomotion.com/Help/Cmd.htm#MoveRelAtVel
http://www.dynomotion.com/Help/Cmd.htm#MoveXYZA
http://www.dynomotion.com/Help/Cmd.htm#OpenBuf
http://www.dynomotion.com/Help/Cmd.htm#OutputChan0
http://www.dynomotion.com/Help/Cmd.htm#OutputMode
http://www.dynomotion.com/Help/Cmd.htm#P
http://www.dynomotion.com/Help/Cmd.htm#Pos
http://www.dynomotion.com/Help/Cmd.htm#ProgFlashImage
http://www.dynomotion.com/Help/Cmd.htm#PWM
http://www.dynomotion.com/Help/Cmd.htm#PWMR
http://www.dynomotion.com/Help/Cmd.htm#ReadBit
http://www.dynomotion.com/Help/Cmd.htm#Reboot!
http://www.dynomotion.com/Help/Cmd.htm#SetBit
http://www.dynomotion.com/Help/Cmd.htm#SetBitBuf
http://www.dynomotion.com/Help/Cmd.htm#SetBitDirection
http://www.dynomotion.com/Help/Cmd.htm#SetGatherDec
http://www.dynomotion.com/Help/Cmd.htm#SetGatherHex
http://www.dynomotion.com/Help/Cmd.htm#SetPersistDec
http://www.dynomotion.com/Help/Cmd.htm#SetPersistHex
http://www.dynomotion.com/Help/Cmd.htm#SetStartupThread
http://www.dynomotion.com/Help/Cmd.htm#SetStateBit
http://www.dynomotion.com/Help/Cmd.htm#SetStateBitN=B
http://www.dynomotion.com/Help/Cmd.htm#StepperAmplitude
http://www.dynomotion.com/Help/Cmd.htm#Vel
http://www.dynomotion.com/Help/Cmd.htm#Version
http://www.dynomotion.com/Help/Cmd.htm#Zero
http://www.dynomotion.com/Help/CmdsCategory.htm
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Axis Status Screen 

 

The Axis Screen displays Axis Status including: 

¶ Current Commanded Destination  
¶ Current Measured Position  
¶ Whether the axis is currently enabled  
¶ Input Mode  
¶ Output Mode  
¶ Done Status (no independent Move or Jog in progress)  
¶ Current Bar Graph (if current sensing is available for the axis)  

Clicking on Enable will enable or disable the axis without downloading any parameter settings to 

KFLOP.  
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KFLOP Summary 
 
Eight-Axis, DSP/FPGA-based Motion Controller 

 
DynoMotionôs KFLOP card combines a 1.2 
GFLOP DSP (TMS320C6722), FPGA, USB, 
and a PC-based development environment to 
create a versatile and programmable motion 
solution. Designed for up to eight-axes control, 
KFLOP provides advanced control for torque, 
speed, and position for any mix of stepper, 
DC brushless, and DC brush motors. KFLOP 
uses flash memory to store and run multiple-
thread compiled C code on a 1.2 GFLOP 
processor with native 64-bit floating point 
support for stand-alone operation. A PC 
connected with a USB cable can be used for 
control and monitoring. 

The included PC-based integrated 
development environment combines configuration, status, programming, and advanced diagnostic 
and tuning tools such as Bode plots and signal filtering. GCode support allows coordinated moves 
between axes. Libraries for controlling the KFLOP card via Visual C++ and Visual Basic are included, 
as well as a free C compiler. Thread-safe operation allows the IDE to be used in conjunction with a 
user application for control and debugging. 

The KFLOP packs a lot of IO into its 5.0 x 3.5 in package. KFLOP offers 45 Bi-directional I/O bits, 
shared between dedicated IO and user-defined I/O.  

http://dynomotion.com, Calabasas, CA. [sales@dynomotion.com] 
  

http://dynomotion.com/
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for purchasing KFLOP 

1.2 GFLOP Motion Controller 

by Dynomotion, Inc.  
www.dynomotion.com 

Email: support@dynomotion.com 

Please download and install the latest software from  
http://dynomotion.com/Software/Download.html 

The installation will create a WindowsÊ Start button link to further help and to the KMotion Setup 
and Tuning Application.  

QuickStart 

Remove the KFLOP Board from the anti-static packaging in a static safe environment.  

Note: immediately before touching any electronic component, always discharge any static 
electricity you may have by touching an earth ground, such as the metal chassis of a PC. 

KFLOP may operate powered from the USB by inserting J3. Total power must be < 0.5A for USB 
powered operation. Otherwise remove J3 and connect a +5V power supply to the KMotion 4 pin 
Molex connector. This connector is the same Pinout as a PC Disk Drive power connector. A PC 
power supply makes an excellent low cost power source for KFLOP. The +12V is not required for 
operation, it is routed internally through the board to several of the connectors. See the on-line help 
section titled Hardware/Connector Description for more information. 

Note: KFLOP may at times draw as little as 0.25 Amps from the +5V supply. Some PC power 
supplies will not function without a minimum load. In these cases an appropriate power 

resistor (~10 ohm 5 Watt) should be added across the +5V. Additionally, most ATX power 
supplies require pins 14 and 15 on the main 20 pin power connector to be shorted. 

Note: it is NOT recommended to use the same power supply that is powering your PC and 
Hard drives to power the KFLOP. Motor noise and power surges have the possibility to 

cause damage or loss of data within the PC. 

Connect the USB or turn on the +5V supply. Two green LEDs should blink rapidly for a few seconds 
(KFLOP is checking if the Host is requesting a Flash Recovery during this time), and then the LEDs 
should remain steady. 

Now connect a USB cable from KFLOP to your PC and follow the USB Driver instructions below. 

  

http://www.dynomotion.com/
http://dynomotion.com/Software/Download.html
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USB Installation 

The first time the KFLOP board is connected to a computer's USB port this message should be 
displayed near the WindowsÊ Task Bar. 

 

Shortly thereafter, the New Hardware Wizard Should appear. 

 

Select "Install from a specific location (Advanced)" and select Next. 

If you haven't already, download and install the complete KFLOP Software including drivers 
available at: 

http://dynomotion.com/Software/Download.html 

 

 

http://dynomotion.com/Software/Download.html

